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527 CMR: BOARD OF FIRE PREVENTION REGULATIONS

527 CMR 12.00: 2008 MASSACHUSETTS ELECTRICAL CODE

Rule 1.

Rule 2.

Rule3.

Rule 4.

Ruleb.

Rule 6.

Rule?.

Rule 8.

Rule 9.

Rule 10.

(AMENDMENTS)

The 2008 Massachusetts Electrical Code (527 CMR 12.00) of the Board of Fire Prevention
Regulations shall be the 2008 National Electrical Code (NFPA-70) modified as follows:

Insert the following provisions ahead of the body of the Code:

All installations, repairs and maintenance of electrical wiring and electrical fixtures used for
light, heat, power, signaling and communications purposes in buildings and structures subject
to the provisions of M.G.L. c. 143 shall be reasonably safe to persons and property.

Conformity of installations, repairs, and maintenance of electrical wiring and electrical fixtures
used for light, heat, power, signaling and communications with applicable regul ations set forth
in the Code, which is hereby filed with the Secretary of the Commonwealth shall be considered
as complying with these requirements.

Additionsor modificationsto an existing installation shall bemadein accordancewith this Code
without bringing the remaining part of theinstallation into compliance with the requirements of
this Code. The installation shall not create a violation of this Code, nor shall it increase the
magnitude of an existing violation.

Where an actual hazard exists, the owner of the property shall be notified in writing by the
authority enforcing this Code. The notification shall contain specifications of the actual hazard
that exists, together with a reference to the rule of this Code that is now in violation. (See
M.G.L. c. 166, 88 32 and 33, for enforcement authority.)

Referencesaremadein thiscodeto other standards. Those standards, where duly adopted by law
or regulation, may be enforced by the appropriate official. They are not considered part of this
Code and they arenot enforceableunder M.G.L. c. 143, 8 3L. For Massachusetts Building Code
references, see Appendix A.

The approving authority may be guided in his approval of specific items of equipment and
material scontemplated by the Code, by proof that such equipment and material shave been tested
and conform to suitable recognized industry standards.

527 CMR 12.00 shall be effective on all installations for which a permit has been granted
subsequent to December 31, 2007.

In accordancewith the provisionsof M.G.L. c. 143, 8 3L, the permit application formto provide
noticeof installation of wiring shall be uniform throughout the Commonweal th, and applications
shall be filed on the prescribed form. After a permit application has been accepted by an
Inspector of Wires appointed pursuant to M.G.L c. 166, 832, an electrical permit shall beissued
to the person, firm or corporation stated on the permit application. Such entity shall be
responsible for the notification of completion of the work asrequired in M.G.L. c. 143, 8 3L.

Permits shall be limited asto the time of ongoing construction activity, and may be deemed
by the Inspector of Wires abandoned and invalid if he or she has determined that the authorized
work has not commenced or has not progressed during the preceding 12-month period. Upon
written application, an extension of time for completion of work shall be permitted for
reasonable cause. A permit shall be terminated upon the written request of either the owner or
the installing entity stated on the permit application.

Installations covered by 527 CMR 12.00 shall also comply with M.G.L. c. 141.

Electrical installations shall not be concealed or covered from view until inspected by the
inspector of wires within and not more than 24 hoursfor exterior excavations nor more than 72
hours for interior installations after proper notice to the inspector, Saturdays, Sundays, and
holidays excluded.
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12.00: continued
90.2(B)(5)(b). Reviseto read asfollows:

(b) Arelocated in legally established easements, rights-of-way, or by other agreements either
designated by or recognized by the public service commissions, utility commissions, or other
regul atory agencies having jurisdiction for such installations.

90.4. Revisethefirst paragraph to read as follows:

90.4 Enforcement. This Code shall be used by the authority enforcing the Code and exercising
legal jurisdiction over electrical installations. The authority having jurisdiction of enforcement
of the Code shall accept listed and labeled equipment or materials where used or installed in
accordance with instructions included with the listing or labeling. The authority shall have the
responsibility for deciding upon the approval of unlisted or unlabel ed equipment and materials,
and for granting the special permission contemplated in a number of the rules.

90.6. Reviseto read asfollows:

90.6 Interpretationsand Appeals. To promote uniformity of interpretation and application of the
provisions of this Code, interpretations may be requested from the Board of Fire Prevention
Regulations. Requests for interpretation shall be in the form of a question that can receive a
“Yes” or “No” answer. Thisin no way supersedes the right of any individual who is aggrieved
by the decision of an Inspector of Wiresto appeal from that decisionto the Board of Electricians
AppealsinaccordancewithM.G.L. c. 143, 8 3P. TheBoard of Fire Prevention Regul ationsshall,
upon the request of the Board of Electricians' Appeals, render interpretations to the Board of
Electricians Appedls.

It is customary to revise this Code periodically to conform with developmentsin the art and
the result of experience, and the current edition of the Code shall always be used.

90.10. Add new section numbered 90.10 to read:

90.10. References to Commonwealth of Massachusetts Codes, Regulations, and Laws.
Referencesareincludedin Appendix A for Building Codes, Elevator Regul ations, Plumbing and
Fuel Gas Code, Board of Fire Prevention Regulations, Division of Industrial Safety, State
Sanitary Code, Architectural Barriers Regulations, Permit Applications, and Chapters of the
General Laws. See Appendix A.

Article 100, Structure. Revise the definition to read as follows:

A combination of materials assembled or located at a fixed location to give support or shelter.
110.14(A). Deletethelast sentence of thefirst paragraph and insert the following two sentencesin its place:
Connection by means of wire binding screws or studs and nuts having upturned lugs or
equivalent shall be permitted for 10 AWG or smaler solid conductors. Where stranded
conductors are terminated on and not looped through such terminals, the terminals shall be
identified for such use, or the strands at the terminals shall be made solid.
110.26(A)(1). Add afourth paragraph (d) asfollows:

(d) Adeguate Accessibility. By special permission, smaller spaces may be permitted where it
isjudged that the particular arrangement of the installation will provide adequate accessibility.

200.7(C)(2). Revisethelast sentence to read as follows:

In these appli cations reidentification of the conductor with white or gray insulation or with three
continuous white stripes shall not be required.
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12.00: continued
210.25(B). Add an exception asfollows:

Exception: Branch circuits supplying lighting outlets in common areas on the same floor as a
dwelling unit in a new or existing two-family or an existing three-family building shall be
permitted to be supplied from equipment that supplies one or more of those dwelling units.

210.52(E). Revisethismaterial to read asfollows:

(E) Outdoor Outlets. Outdoor receptacle outlets shall be installed in accordance with (E)(1)
through (E)(3). [See 210.8(A)(3).]
(1) One-family and Two-family Dwellings. For aone-family dwelling and each unit of a
two-family dwelling that is at grade level, at |east one receptacle outlet readily accessible
from grade and not more than 2.0 m (62 feet) above gradelevel shall beinstalled at the front
and back of the dwelling.
(2) Multifamily Dwellings. For each dwelling unit of a multifamily dwelling where the
dwelling unitislocated at gradelevel and provided with individua exterior entrance/egress,
at least onereceptacl e outl et readily accessiblefrom grade and not morethan 2.0 m (6%2feet)
above grade level shall beinstalled.
(3) Balconies, Decks and Porches. Balconies, decks and porches that are attached to the
dwelling unit and are accessible from inside the dwelling shall have at |east one receptacle
outlet installed accessible from the balcony, deck or porch. The receptacle shall not be
located more than 2.0 m (6 ¥z ft) above the balcony, deck, or porch surface.

Exception to (3): Balconies, decks, or porches with a usable area of less than 1.86 m? (20 ft?)
are not required to have areceptacle installed.

210.70(D). Insert an additional lettered subsection (D) to 210.70 as follows:

(D) GFCI Protection of Lighting Outletsin All Occupancies. The operation of asingle GFCI
device shall not deenergize all lighting outletsin a given area.

220.12. Revisethelisted itemsin Table 220.12 asfollows:

Unit Load
Volt-Amperes per Volt-Amperes per
Square Meter Square Foot

Type of Occupancy

Banks 28" (reduced from 39) 212 (reduced from 3%%)
Garages—commercial (storage) 3 (reduced from 6) Y4 (reduced from %2)
Office Buildings 33" (reduced from 39) 3* (reduced from 3v%)
Warehouses (storage) 6 (increased from 3) Y (increased from %)

225.30(E). Reviseto read asfollows:

(E) Documented Switching Procedures. Additional feedersor branch circuitsshall be permitted
to supply large capacity multibuilding industrial or institutional installations under single
management where documented safe switching procedures are established and maintained for
disconnection.

225.32 Exception No. 1. Reviseto read as follows:

Exception No. 1: For large capacity multibuilding industrial or institutional installations under
singlemanagement where documented saf e switching procedures are established and maintained
for disconnection, and where the disconnection is monitored by qualified individuals, the
disconnecting means shall be permitted to be located el sewhere on the premises.
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12.00: continued
230.40. Amend Exception No. 1 to read:
Exception No. 1: By specia permission, wherethereisno available spacefor service equipment

accessible to all the occupants, buildings with more than one occupancy shall be permitted to
have one set of service entrance conductors run to each occupancy or to agroup of occupancies.

230.70(A)(1). Add the following sentence at the end of this paragraph:

Where thelocation of the service disconnecting meansis outside of and not attached or adjacent
to the building or structure served, afeeder disconnect shall be installed either inside or outside
of the building or structure in compliance with the provisions of 225.32.

230.82. Revisethis section to read asfollows:
230.82. Equipment Connected to the Supply Side of Service Disconnect. Only equipment

included in this section shall be permitted to be connected to the supply side of the service
disconnecting means.

(A) Unswitched Equipment.
(1) Cablelimiters or other current limiting devices
(2) Meters or meter sockets nominally rated not in excess of 600 volts, provided all metal
housings and service enclosures are grounded in accordance with Part VIl and bonded in
accordance with Part V of Article 250.
(3) Instrument transformers(current and voltage), high-i mpedance shunts, |oad management
devices, surge arresters, and Type 1 surge-protective devices
(4) Tapsused only to supply load management devices, circuitsfor standby power systems,
fire pump equipment, and fire and sprinkler alarms, if provided with service equipment and
installed in accordance with requirements for service-entrance conductors
(5) Solar photovoltaic systems, fuel cell systems, or interconnected electric power
production sources
(6) Control circuitsfor power-operabl e servicedisconnecting means, if suitable overcurrent
protection and disconnecting means are provided
(7) Ground-fault protection systems or Type 2 surge protective devices, whereinstalled as
part of listed equipment, if suitable overcurrent protection and disconnecting means are
provided

(B) Meter Disconnect Switches. A disconnecting means shall be permitted to belocated ahead
of the service equipment provided the installation complies with 230.82(B)(1) through
230.82(B)(3). A separate service disconnecting means that complieswith Part V of Article 230
shall beinstalled, and shall be located as provided in 230.70(A)(1).
(1) Rating. A meter disconnect shall be capable of interrupting theload served. It shall have
ashort-circuit current rating not less than the available short-circuit current.
(2) Marking. A meter disconnect shall belegibly field marked on its exterior in amanner
suitable for the environment substantially as follows:

METER DISCONNECT
NOT SERVICE EQUIPMENT

(3) Grounding. A meter disconnect shall be groundedin accordance with Part VII and
bonded in accordance with Part V of Article 250. The grounding connections shall be
permitted to be in accordance with 250.142(A)(1).

250.32(A). Revise the Exception to read as follows:
Exception: A grounding electrode at a separate building or structure shall not be required where

no branch circuits originate at that building or structure. The branch circuit(s) shall include an
equipment grounding conductor for grounding the noncurrent-carrying parts of all equipment.
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12.00: continued
250.52(A)(3). Add afine print note as follows:

FPN: These electrodes, where available due to the footings not yet having been poured, are
usually far lower in impedance than rod, pipe, or plate electrodes.

250.119 Exception. Reviseto read asfollows:

Exception: Where equipment is connected by a multiconductor cable and is not required to be
grounded in accordance with 250.112(1), the color green shall be permitted to be used for other
than grounding conductors.

250.130(C). Delete this subsection.

300.4(D). Delete this subsection.

300.4(E). Delete the exception and revise the rule and fine print note to read as follows:
(E) Cables and Raceways Installed Under Roof Decking. A cable- or raceway-type wiring
method, installed in exposed or conceal ed | ocations bel ow metal -corrugated sheet roof decking,

shall be installed and supported so the upper outside surface of the cable or raceway is not less
than 38 mm (1%z inches) bel ow the lowest surface of the roof decking.

FPN: Roof decking material isoften repaired or replaced after theinitial raceway or cabling and
roofing installation and may be penetrated by the screws or other mechanical devices designed
toprovide* hold down” strength of thewater-proof membraneor roof insulating material. Where
the deck is of corrugated construction, the length of the holding screws is usualy chosen to
penetrate the lowest level of any corrugation as measured from the upper roof surface.

300.5(A). Add afine print note to this subsection as follows:

FPN: Cablessuitablefor direct burial are often sleeved in various raceways for design reasons.
If such cableisinstalled with sufficient cover for direct burial, then the characteristics of that
raceway need not be evaluated. Other rules of this Code that apply to raceways generally may
apply. See 300.5(H).

300.11(A). Revise this subsection as follows:

|. Déeetethethird sentence in 300.11(A) which reads: “ Support wires and associated fittings
that provide secure support and that are installed in addition to the ceiling grid support wires
shall be permitted as the sole support.”

Il. Revise 300.11(A)(2) to read asfollows:

(2) Nonfire-rated Assemblies. Branch-circuit wiring associated with equipment that islocated
within, supported by, or secured to a suspended ceiling that is not an integral portion of afire-
rated floor/ceiling or roof/ceiling assembly shall be permitted to be supported by the ceiling
support wires.

1. Delete 300.11(A)(2) Exception.

300.17. Add asecond paragraph as follows:
Wheredifferent raceway wiring methodsarejoined together without apull point at thetransition,
thereshall not be morethan the equiva ent of four quarter bends (360° total) between pull points,
e.g., conduit bodies and boxes.

300.37. Insert the following sentence following the first sentence:

Where rigid nonmetallic conduit is used, it shall be Schedule 80 or it shall be suitably encased
in not less than 50 mm (two inches) of concrete.
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12.00: continued
300.50. In Note 3 to Table 300.50, insert the words “or institutional” after the word “industrial”.

310.15(B)(2)(a). Revise Table 310.15(B)(2)(a) to read as follows:

Percent of Valuesin Tables

Number of 310.16 through 310.19,
Current-Carrying as Adjusted for Ambient
Conductors Temperature if Necessary
4 through 6 80
7 through 24 70
25 through 42 60
43 and above 50

FPN: Overheating may occur where continuous, fully loaded conductor diversity isless than
50% and the number of current-carrying conductors exceeds nine. See 310.10.

310.15(B)(2)(a). Delete Exception No. 5:

320.80(A). Deletethelast sentence, which reads: “The 90°C (194°F) rating shall be permitted to be used for
ampacity derating purposes, provided thefinal derated ampacity does not exceed that for a60°C
(140°F) rated conductor.”

334.10. Insert two exceptions after (3) to read as follows:

Exception No. 1 to (2) and (3): For buildings or structures required to be of Type | or Type I
construction, Type NM, Type NMC, and Type NMS cables shall be permitted to be used,
provided that where so applied in buildings or structures exceeding three stories above grade,
circuitsrun in Type NM, NMC, or NMS cable shall not leave the floor or dwelling unit from
which the circuits originate.

Exception No. 2 to (3): For detached buildings that are accessory structures to dwelling
occupancies, TypeNM, TypeNMC, and Type NM S cables shall be permitted to be used without
concea ment.

334.12(A)(2). Reviseto read asfollows:

(2) In dropped or suspended ceilings in other than one- and two-family and multifamily
dwellings, unless run so as to closely follow the surface of framing members, running boards,
or the equivalent, or unless connected to luminaires or other pieces of electrical equipment in
accordance with 334.30(B)(2).

334.17. Reviseto read asfollows:

334.17 Through or Parallel to Framing Membersand Furring Strips. TypesNM, NMC, or NMS
cableshall comply with 300.4 whereinstalled through studs, joists, rafters, and similar members.
Grommets or bushings shall be used in metal studs as required in 300.4(B)(1), shal remainin
place during the wall finishing process, shall cover the compl ete opening, and shall belisted for
the purpose of cable protection.

In both exposed and concealed locations, where the cable is installed parallel to framing
members, such asjoists, rafters, or studs, or isinstalled parallel to furring strips, the cable shall
be secured so that the nearest outside surface of the cableis not less than 19 mm (3%4inch) from
the nearest edge of the framing member or furring strip where nails or screws are likely to
penetrate. Where this distance cannot be maintained, the cable shall be protected from
penetration by nails or screws by a sted plate, sleeve, or equivaent at least 1.6 mm (Y/,4 inch)
thick. A listed and marked steel plate less than 1.6 mm (Y/,, inch) thick that provides equal or
better protection against nail or screw penetration shall be permitted for this purpose.

Exception: For concealed work in finished buildings, or finished panels for prefabricated
buildings where such supporting isimpracticable, it shall be permitted to fish the cable between
access points.


jcaruso
UNOFFICIAL COPY


UNOFFICIAL COPY

527 CMR: BOARD OF FIRE PREVENTION REGULATIONS

12.00: continued
334.30. Revise 334.30 asfollows[(A), (B), and (C) unchanged from the NEC]:

334.30 Securing and Supporting. Nonmetallic-sheathed cable shall be secured by staples, cable
ties, straps, or similar fittings so designed and installed asto not damagethe cable. Where staples
areused for cable sizessmaller than three 8 AWG conductors, they shall be of theinsulated type,
or listed noninsul ated staples driven by staple guns shall be permitted. Cable shall be securedin
place at intervals not exceeding 1.4 m (4% feet) and within 300 mm (12 inches) from every
cabinet, box, or fitting. Wherethe cableisrun diagonally behind strapping of anominal 19 mm
(¥+inch) thickness it shall be considered supported, secured, and in compliance with 334.17
whereit is not pulled taut. For other than within 300 mm (12 inches) of a cable termination at
acabinet, box, or fitting, cables passing through successive holes in adjacent framing members
no more than 600 mm (24 inches) apart shall be considered to be secured.

Sections of cable protected from physical damage by raceway shall not be required to be
secured within the raceway.

334.80. Delete the second paragraph and revise the first paragraph to read as follows:

334.80 Ampacity. TypeNM, NMC, and NM Scableshall have conductorsrated at 90°C (194°F).
Whereinstalled in thermal insulation, the ampacity of conductors shall be that of 60°C (140°F)
conductors. The ampacity of TypesNM, NMC, and NMS cable installed in cabletray shall be
determined in accordance with 392.11.

338.10(B)(4)(a). ldentify the existing fine print note as FPN No. 1, and add a second fine print note as
follows:

FPN No. 2: Thissection includes service entrance cables with around configuration commonly
known as SER cable. Theinterior installation of thiscableisgoverned by thesamerulesasapply
to nonmetallic sheathed cable.

342.30(C). Deletethisprovision. Also, deletetheclause* or permitted to be unsupported in accordance with
342.30(C)” from the last sentence of 342.30.

344.6. Add an exception asfollows:

Exception: Rigid metal conduit made from stainless steel or from nonferrous metals other than
aluminum shall be permitted to be approved.

344.30(C). Deetethisprovision. Also, deletetheclause*or permitted to be unsupportedin accordancewith
344.30(C)” from the last sentence of 344.30.

352.12. Add anew (G) to read as follows:

(G) High-riseBuildings. Where used in buildings morethan 21 m (70 feet) above mean grade,
rigid nonmetallic conduit shall not be used unless the building is protected by an approved fire
sprinkler system(s) installed on al floors as a complete system, or the conduit is concealed
behind athermal barrier as described in 362.10(2) or 362.10(5), or the conduit isencased in not
less than 50 mm (2 inches) of concrete.

352.30(C). Deetethisprovision. Also, deletetheclause* or permitted to be unsupportedin accordancewith
352.30(C)” from the last sentence of 352.30.

352.44. Reviseto read asfollows:

352.44 Expansion Fittings. Expansion fittings for rigid nonmetallic conduit shall be provided
to compensate for thermal expansion and contraction where the length change will exceed, in
accordance with Tables 352.44(A) and (B), 3 mm (*/ inch) at securely mounted items such as
boxes, cabinets, elbows, or other conduit terminations.



jcaruso
UNOFFICIAL COPY


UNOFFICIAL COPY

527 CMR: BOARD OF FIRE PREVENTION REGULATIONS

12.00: continued

355.30(C).

358.30(C).

Deletethisprovision. Also, deletethe clause*® or permitted to be unsupported in accordance with
355.30(C)” from the last sentence of 355.30.

Deletethisprovision. Also, deletethe clause* or permitted to be unsupported in accordance with
358.30(C)” from the last sentence of 358.30.

368.8. Insert anew Section 368.8 in Part | of Article 368 as follows:

368.8 TestsPrior to Energizing. Busway systemjoint tightnessand joint resistance, phasing, and
insulation resistance shall be verified by test prior to energizing the system for thefirst time. A
written record of these tests shall be made available to the authority having jurisdiction.

368.14. Insert anew Section 368.14 in Part |1 of Article 368 as follows:

368.56(B).

368.14 Protection from Liquids, Moisture and Other Contaminants. Busway shall be protected
from liquids, moisture, and other contaminants or corrosion that may result in electrical failure.

(A) During Construction. Indoor busways shall be protected from moisture during storage as
well as during or after installation. Special consideration shall be given to riser busways to
protect them from moisture from uncompleted roofs, walls, etc.

Outdoor busways shall be treated the same as indoor busways until after busway is properly
installed, asit is not weather resistant until completely and properly installed.

Busway shall have the exposed ends of uncompleted runs protected to prevent accidental
contamination during the construction period.

(B) Protection from Snow Buildup. Outdoor busway shall be mounted in such amanner asto
prevent snow or ice buildup forcing water into the busway through weep holes. Thismay require
that consideration be given to horizontal snow or ice buildup or drifting of snow.

(C) Protection from Falling Liquids. Slant shields, drip pans, or other approved protective
shields shall be installed to protect indoor busway in locations where there is a possibility of
water spillage or dripping condensate from roof drains, water pipes, and the like.

Revisetherulein list item (2) and the exception to (B)(2) to read as follows:

(2) Thelength of the cord or cable from abusway plug-in device to a suitable tension take-up
support device shall not exceed 2.5 m (8 feet).

Exception to (B)(2): By specid permission in industrial establishments only, where the
conditions of maintenance and supervision ensure that only qualified persons will service the
installation, flexible cord suitable for hard usage or extra hard usage or bus drop cable shall be
permitted to extend horizontally greater lengths than 2.5 m (8 feet) where the longer length is
essential for periodic repositioning of equipment. The flexible cord or bus drop cable shall be
supported at intervals not to exceed 2.5 m (8 feet), and suitable tension take-up device(s) shall
beinstalled at the end of the horizontal run to relieve strain in both the horizontal and vertical
directions.

372.17. Revisethis section to read as follows:

372.17 Ampacity of Conductors. The ampacity adjustment factorsin 310.15(B)(2)(a) shall not
apply where 30 or fewer current-carrying conductors occupy no more than 20 percent of the
interior cross-sectional area of cellular concrete floor raceways.

374.17. Revisethis section to read as follows:

374.17 Ampacity of Conductors. The ampacity adjustment factorsin 310.15(B)(2)(a) shall not
apply where 30 or fewer current-carrying conductors occupy no more than 20 percent of the
interior cross-sectional area of cellular metal floor raceways.
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12.00: continued
390.17. Revisethis section to read as follows:
390.17 Ampacity of Conductors. The ampacity adjustment factorsin 310.15(B)(2)(a) shall not apply where

30 or fewer current-carrying conductors occupy no more than 20 percent of the interior cross-sectional area
of underfloor raceways.

400.5. Revisethetablefollowing thefirst paragraph to read as follows:

Number of Percent of Valuesin
Current-Carrying Conductors Tables 400-5A and 400-5B
4 through 6 80
7 through 24 70
25 through 42 60
43 and above 50

FPN: Overheating may occur where continuous, fully loaded conductor diversity is less than
50% and the number of current-carrying conductors exceeds nine. See 310.10.

400.8(4). Revisethe existing exception as follows:

Exception to (4): Flexible cord and cable shall be permitted to be installed in accordance with
368.8(B). For other applications, where the length of the cord from the supply termination to a
suitable tension take-up device is limited to 2.5 m (8 feet), flexible cord shall be permitted to
have one connection to the building surface.

400.14. Revise the second paragraph to read as follows:

Flexible cords and cables shall be permitted to beinstalled in raceways not longer than 15 m (50
feet) in length where required to protect the flexible cord or cable from physical damage. The
ampacity of the conductors within araceway shall be adjusted in accordance with Table 400.5
based on the total number of current-carrying conductors within the raceway, and then further
derated by afactor of 0.8, or the ampacity shall be cal culated in accordance with 310.15(C). The
raceway shall be exposed over its entire length.

410.36(B). Add asecond paragraph as follows:

In addition to, or in lieu of, the mechanical fastening means, electric luminaires containing
ballasts, other than simple fluorescent reactance ballasts, shall be supported directly to the
building structure by wire, chain, or threaded rod of sufficient strength to carry the luminaire.
Fluorescent luminaires shall be supported at each end of a diagonal axis of the luminaire.

511.12. Revise and add an exception as follows:

511.12. Ground-fault Circuit-interrupter for Personnel. All 125-volt single-phase 15- and 20-
amperereceptaclesinstalled in areaswheredectrical diagnostic equi pment, €l ectrical handtools,
portablelighting equi pment, or portabl e appliancesareto be used shal | haveground-fault circuit-
interrupter protection for personnel.

Exception: Where an individual branch circuit supplies a single receptacle that is located and
identified for the specific use of computerized diagnostic equipment, it shall be permittedto omit
the ground-fault circuit-interrupter protection for personnel.

517.13(B). Delete Exception No. 2.
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12.00: continued

680.7. Insert afine print note ahead of 680.7(A) as follows:

FPN: Unlisted swimming pool pump motors have been observed in the field as having been
supplied by their manufacturer with undersized cords, cords of excessivelength, cord connectors
on outdoor applications that are unsuitable for wet locations, and other violations of this Code.
Thefact that a manufacturer may supply them in thisform does not excuse compliance with the
rules of this Code.

Listed storable swimming pool pump motors with long factory-supplied cords are
prominently marked as such and are not covered in Part Il of Article 680. They are not
manufactured for use with permanently installed pools and they need not be bonded where used
asintended. See 680.31.

680.26(C). Reviseto read asfollows:

680.73.

(C) Pool Water. Pool water shall have an electrical connection to one or more of the bonded
parts described in 680.26(B). Where none of the bonded parts is in direct connection with the
pool water, the pool water shall be in direct contact with an approved corrosion-resistant
conductive surface that exposes not less than 5800 mm? (9 inches’) of surface areato the pool
water at all times. The conductive surface shall be located where it is not exposed to physical
damage or dislodgement during usual pool activities, and it shall be bonded in accordance with
680.26(B).

Add thefollowing sentence to 680.73 at the end: “Where the hydromassage bathtub is cord- and
plug-connected with the supply receptacl e accessible only through a service access opening, the
receptacle shall be installed so that its face is within direct view and not more than 300 mm
(onefoot) of the opening.”

682.14. Reviseto read asfollows:

682.14 Submersible or Floating Equipment Power Connection(s). Submersible or floating
equipment shall be cord- and plug-connected, using extrahard usagecord, asdesignatedin Table
400.4 and listed with a“W” suffix. The plug and receptacle combination shall be arranged to be
suitable for the location while in use. Disconnecting means shall be provided to isolate each
submersibleor floating e ectrical equipment from its supply connection(s) without requiring the
plug to be removed from the receptacle.

Exception: Equipment listed for direct connection and equipment anchored in place and
incapable of routine movement caused by water currents or wind shall be permitted to be
connected using wiring methods covered in 682.13.

(A) Typeand Marking. The disconnecting means shall consist of acircuit breaker, switch, or
both, or molded case switch, and shall be specifically marked to designate which receptacle or
other outlet it controls.

(B) Location. The disconnecting means shall be readily accessible on land, located not more
than 750 mm (30 inches) from the receptacleit controls, and shall belocated inthesupply circuit
ahead of thereceptacle. Thedisconnecting meansshall belocated within sight but not closer than
1.5 m (5 feet) from the shoreline. Uninsulated live parts shall be elevated not less than 300 mm
(12 inches) above the datum plane.

695.3. Insert afine print note ahead of 695.3(A) as follows:

FPN: NFPA 20, Standard for the Installation of Stationary Pumpsfor Fire Protection, provides
information on the characteristics of reliable power sourcesin Appendix A, item A-6.2.3.

700-9(D). Reviseto read asfollows:

(D) Fire Separation: Emergency system feeders, wiring to elevator machine roomsincluding
the cab lighting disconnecting means, and wiring to fire pumps shall comply with 700.9(D)(1)
and (2).
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12.00: continued

700.12.

700.12

700.12(F).

700.27.

(1) Equipment. All required emergency systems generation and distribution equipment shall
be located in two-hour fire resistive rated rooms, closets or shafts. Equipment, conduit, piping,
or ductwork alien to the emergency system shall not be located within these rooms, closets, or
shafts.

Exception No. 1: Equipment for feeder circuits (including transfer switches, transformers,
panelboards, etc.) for legally required standby purposes in compliance with the provisions of
Article 701, or for the equipment system of a hospital as covered in 517.30(B)(3) and 517.34,
or for the critical branch of anursing home as covered in 517.43, shall be permitted in the same
room. Nonemergency equipment shall be installed sufficiently remote from emergency
equipment that a failure within one will be unlikely to damage the other.

Exception No. 2: Distribution equipment supplying only branch circuits covered by the
provisions of Part V1I of Article 517 shall be permitted in other spaces.

(2) Wiring. All portions of emergency system feeders located outside of rooms, closets, or
shafts required by 700.9(D)(1) shall be enclosed within two-hour fire resistive rated enclosures
or be part of an assembly that has atwo-hour fire resistive rating.

FPN: Available methods for achieving the required fire resistance rating may include electric
circuit protective systems, thermal barrier systemsfor electrical system components, listed fire-
rated assembilies, and cableslisted to maintain circuitintegrity whereinstalled in accordancewith
applicable listing requirements. Further details may be found in directories of fire resistance
published by qualified testing laboratories.

Exception to 700.9(D)(1) and (2): In buildings or structures less than 21 m (70 feet) in height,
or for new emergency feeders or equipment in existing buildings, aternative methods of
protection may be accepted by the authority having jurisdiction where it is assured that
equivalent objectives can be achieved.

FPN: Many techniquesintended to prevent the deflection of steel membersat high temperatures
will not materially increase the survival time of circuits in electric raceways.

Add an exception after the first paragraph as follows:

Exception: A fire pump shall be permitted to use a connection ahead of the service
disconnecting means in accordance with 695.3(A)(1).

Revise the fourth paragraph to read as follows:

Equipment for sources of power asdescribed in 700.12(A) through 700.12(E) shall comply with
700.9(D)(1) of this Code where circuit(s) covered in 700.9(D) are supplied.

Delete the second sentence of the second paragraph that reads:

Flexiblecord- and plug-connection shall be permitted provided that the cord does not exceed 900
mm (3 feet) in length.

Designate the existing exception as Exception No. 1 and add a second exception and fine print
note to read as follows:

Exception No. 2: Where the emergency system design is under the control of a licensed
professional engineer engaged in the design or maintenance of electrical installations, the
selection of overcurrent protective devices shal be permitted to coordinate to the extent
practicable. The design shall be documented, stamped by the professional engineer, and made
available for review by the authority having jurisdiction.

FPN: Overcurrent protective devices used for emergency circuit protection, where coordinated
to optimize sel ective operation of the circuit overcurrent protective devices when ashort circuit
or ground fault occurs, increase overall reliability of the system.
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12.00: continued

701.11(G). Delete the second sentence of the second paragraph which reads:

701.18.

Flexiblecord- and plug-connection shall be permitted provided that the cord does not exceed 900
mm (3 feet) in length.

Designate the existing exception as Exception No. 1 and add a second exception and fine print
note to read as follows:

Exception No. 2: Where the legally required standby system design is under the control of a
licensed professional engineer engaged in the design or maintenance of electrical installations,
the selection of overcurrent protective devices shall be permitted to coordinate to the extent
practicable. The design shall be documented, stamped by the professional engineer, and made
available for review by the authority having jurisdiction.

FPN: Overcurrent protective devices used for legally required standby circuit protection, where
coordinated to optimize selective operation of the circuit overcurrent protective devices when
ashort circuit or ground fault occurs, increase overall reliability of the system.

708.54. Add the following exception and fine print note:

Exception: Wherethecritical operations power system design isunder the control of alicensed
professional engineer engaged in the design or maintenance of electrical installations, the
selection of overcurrent protective devices shall be permitted to coordinate to the extent
practicable. The design shall be documented, stamped by the professional engineer, and made
available for review by the authority having jurisdiction.

FPN: Overcurrent protective devices used for critical operations power systems, where
coordinated to optimize selective operation of the circuit overcurrent protective devices when
ashort circuit or ground fault occurs, increase overall reliability of the system.
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APPENDIX At
780 CMR: MASSACHUSETTS STATE BUILDING CODE
(6th Edition with changes and corrections up to November 27, 1998)

Highrisebulldings . . ... ..o 403.0 complete
Smoke Control (LrUM) . . ... 404.4
Fire Alarm (inall buildingswithatrium) .. ... .. e 404.6
Underground SIFUCLUNES . . . . ..ot e e e e e e 405.0 complete
Use Group 1-2 Smoke/heat detection . . . ... 409.5.1
Use group I-3 Remote release of locksondoors—egress ................. 410.4.1 through 410.4.5
Lighting control (tNEBLErS) . ... ... ot e e 4114
Footlights and stage electrical equipment . ............ i 412.3.3
Automatic fire detection systems (airport traffic control towers) .............. ... ......... 414.4
Standby power, light, and emergency systems (airport traffic control towers) ................ 4145
HPM Use facilities (Hazardous Production Materials) ............... ... ... ..... 416.0 complete
Hazardous Materials .. ... ... 417 complete
Swimming pools, alarmed access, whererequired . ......... ... ... 421.10.1.9
Group residence (firewarning System) . ... ... it e 423.7.2
Childday Care Centers . ... e 424.0 complete
Limited group residence (Fire Alarm) . ... 427.3.6 —427.3.7
Detoxification facilities (Fire Alarm) . ... ... 428.12
Penetrations (EgressLighting) . . .. ..ottt e 428.13
Penetrations (documentation) ... ... ...ttt e 703.2
Penetrations (cablesand Wires) . ... 709.6.1 —-709.6.2
Penetrations (electrical OUtlet DOXES) . . ... ... 709.6.3
Penetrations (Protection) . . ... ... ..ottt e 713.4
Automatic Fire Doors (Smoke closing) . ... 716.5
Fire protection Systems . .. ... o e 901.0 complete
Fire protection system approval/acceptance . ...............ciiiiiiii.. 903.0 complete
Fireprotectivesignaling Systems . . ... ...t 917.0 complete
Automatic fire detection SyStemS . . . .. ..ot 918.0 complete
Single and multiple-station smokedetectors . ... 919.0 complete
Smoke control SyStemS . . . ... 921.0 complete
Supervision (fire SUPPressioN SYSTEIMS) . . ..ottt e e e et 923.1
Fire protective Signaling SyStems . . .. ... oot 923.2
Fire PUMPS EMErgenCy POWES . ... ... e e e e 924.3
Penetrations of interior stairway encloSUreS . ... ..ottt 1014.11.2
Exitsignsand lights . ... ..o 1023.0 complete
Meansof egresslighting . ... 1024.0 complete
Light and ventilation required (bathroom, toilet room, and general) .......... 1205.0 through 1209.0
Cutting, notching, and boring in wood framingmembers . .......... ... ... .. 2305.3
Electrical lighting fiXtUres . . .. ... e 2604.5.4
Pl enUMS .. 2805.0 complete
Power venters (power eXhauSsters) .. ...t 2812.0 complete
Elevator, dumbwaiter, and conveyor equipment installation requirements . . . . . .. Chapter 30 complete
HumINated SIgNS . . . .o e 3102.13
POrtabl e SIgNS . . . 3102.14
Membrane Structures Standby Power . . ... ... 3103.4.2
Electrical system protection with referenceto baseflood elevation ....................... 3107.7
Precautions during building operations (lighting) . ............. ... ... ... ..... 3315.0 complete
Historicbuildings . . . ... ..o 3409.0 complete

tSee note at the end of Appendix A.
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780 CMR: CHAPTER 13 ENERGY CONSERVATION*
(6th Edition with changes and corrections up to November 27, 1998)

Recessed light fixtures(IC labeled) ............. ... ... ... 1304.3.8; 1304.4.3; Appendix J, 4.3.4
Air leakage for al buildings (openings around wiring; outlet plate gaskets) .............. 1304.3.1
Zoning for temperature CoNtrol . . ... .. ... 1305.3.4
Heating, ventilating, and air-conditioningequipment . ............... ... ....... 1305.0 complete
Electrical power distribution . .......... . . 1307.0 complete
Lighting SYyStemS . . ...t 1308.0 complete
Building design by systemsanalysis .............. i 1315.0 complete
Energy provisionsfor existingbuildings .. .......... ... .. . i 3407.0 complete

*Note: For energy conservation provisionsfor low-riseresidential occupancies, see Building Code Appendix
J complete.

780 CMR: BUILDING CODE FOR ONE AND TWO FAMILY DWELLINGS
7" edition with changes and corrections up to April 1, 2007

Violation Penalties . . . ... 51184
Lifesafety systems (alarms) . . . ..ot e 5313
Membrane penetrations (electrical bOXes) . ... . i 5317.3.2
Protection of mechanical and electrical systems . ............ ... i 4323.1.5
Wallsbelow designflood €levation . . ... 5323.34
Cuttingand notching (Steel) . .. .. .o 5603.3.4
Cutting and notching (roof members) . ......... .o 5802.7
Energy effiCienCy .. ... 6101
Recessed lighting fIXTUrES . ... ... e 6106.3.4
On off switch. All pool heaters . ... .. e 6106.5.4.1
Electrical energy consumption (Metering) ... .........iuii it 6106.6.1
Appliancesunder floors . . ... ... 6305.1.4
Heat PUMIPS . 6403.1
Radiant heating SyStemsS . . . ... .o e 6406.1
DUCE NEAEENS . . . .o 6407
Clothesdryers exhaust . . .. .. ... e e e e 6501
Building Structure ProteCtion: . .. ... ... o e 8302
Drilling and notching (wood-framed structural members) ............ ... .. .. ... .. ... 8302.1
Penetrations of fire-resistance-rated assemblies . .......... .. .. 8302.2
Penetrations of firestopsand draft StOPS . . ... ..ot 8302.3
Foundation grounding . .. ...ttt 8505.1
ENergy COOe . ... 8802.1
Smoke heat detection and carbon monoxide alarm systems and CO detection and alarm . . . . ... 9304.8
Fire protection eqUIPMENt . ... ... o 9309.2.2.1
Exitsignsand emergency lights . . . .. ..o e 9309.2.2.2

DIVISION OF INDUSTRIAL SAFETY

454 CMR 10.00 Construction Industry Rules and Regulations
Part 17
Tunnels and Shafts, Caissons, Cofferdams, and Compressed Air

10.175 Tunnels and Shafts
Section 12 Electrical Equipment
10.178 Compressed Air
Section 11 Electricity
ELEVATOR REGULATIONS

524 CMR 15.00 through 35.00
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Appendix A: continued
BOARD OF STATE EXAMINERS OF PLUMBERS AND GASHTTERS

248 CMR 6.00: NATIONAL FUEL GAS CODE (NFPA 54)

5.4.3(d): Proper permanent lighting shall be provided at the roof access. The switch for such lighting shall
be located inside the building near the access means leading to the roof.

BOARD OF FIRE PREVENTION REGULATIONS

527 CMR 4.00: Oil Burning Equipment
4.04: Oil Burners, Light Fuel Oil Type
(3) Oil Burner Controls
(4) Electric Wiring and Equipment

527 CMR5.00: Operation and maintenance of buildingsor other structures used as garages, service stations
and the related storage, keeping and use of gasoline or other motor fuel.
5.07 Dispensing Equipment
(2) Heat activated shutoff switch
(5) Emergency pump shutoff switches/circuit breakers

527 CMR 15.00: Keeping, handling and transportation of flammable and combustible liquids, and the
disposition of crude petroleum or any of its products in harbors or other waters of the Commonwealth.
15.09 Genera Provisions [Marinas|
(1) & b, c. Equipment ratings, emergency shutoffs, permitted wiring locations

105 CMR 410: MINIMUM STANDARDS OF FITNESS FOR HUMAN HABITATION
(STATE SANITARY CODE, CHAPTER 1)

410.250: Habitable Rooms Other than Kitchen—Natural Light and Electrical Outlets
410.251: Kitchen Lighting and Electrical Outlets

410.252: Bathroom Lighting and Electrical Outlets

410.253: Light Fixtures Other than in Habitable Rooms or Kitchens

410.254: Light in Passageways, Hallways, and Stairways

410.255: Amperage

410.256: Temporary Wiring

410.258: Exemption of Dwellings More than 600 Feet from Electrical Service
410.280: Natural and Mechanical Ventilation

410.281: Ventilation Shut-off

410.354: Metering of Electricity and Gas

410.482: Smoke Detectors and Carbon Monoxide Alarms

410.483: Auxiliary Emergency Lighting Systems and Exit Signs

521 CMR: ARCHITECTURAL ACCESS BOARD

39.3 HEIGHT

The highest operable part of controls, dispensers, receptacl es, and other operabl e equipment
shall be placed within at least one of the reach ranges specified in 521 CMR 6.5, Forward Reach
and 521 CMR 6.6, Side Reach.

9.3.1 Electrical and communications system receptacles on walls shall be mounted between 15 inches (15"
=381mm) and 48 inches (48" = 1219mm) abovethefloor, measured at the centerline of thelowest receptacle.

Exception: These requirements do not apply where the use of specia equipment dictates
otherwise or whereelectrical and communicationssystemsreceptaclesarenot normally intended
for use by building occupants.
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Appendix A: continued

39.4 LOCATION
All such controls shall be located at least 18 inches (18" = 457mm) from an interior corner.

48"

max
1219

15" min
381

46"

Cal Cl

High Forward Reach Limit
Figure &k

6.5 FORWARD REACH

If the clear floor space only allows forward approach to an object, the maximum high forward
reach allowed shall be 48 inches (48" = 1219mm) (See Fig. 6k). The minimum low forward
reach is 15 inches (15" = 381mm). If the high forward reach is over an obstruction, reach and

clearances shall be as shown in Fig. 6l.

NOTE: X shall be less than or equal to 25" (635 mm). £ shall be greater than X.
When X is less than 20" {508 mm), then ¥ shall be 48" (1215 mm) max.
When X is 20" to 25" (508 to 635 mm), then Y shall be 44" (1118 mm) max.

Maximum Forward Reach over an Obstruction
Figure 6]
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Appendix A: continued

6.6 SIDE REACH

If the clear floor spaceallows parallel approach by aperson in awheelchair, the maximum high
side reach alowed shall be 54 inches (54" = 1372mm) and the low side reach shall be no less
than nine inches (9" = 229mm) above the floor (See Fig. 6m). If the side reach is over an
obstruction, reach and clearances shall be as shown in Fig. 6n.

L

54" max
1372

229

High and Low Side Reach Maximum Side Reach over Obstruction
Figure 6m Figure 6n

tGenera Footnoteto Appendix A: Theprovisionsof theregulationscited in thisappendix arenoted to assist
the users of this Codein properly considering various el ectrical design constraints of other building systems.
They are generally unenforceable by an Inspector of Wires. See Rule 5 of this Code.

REGULATORY AUTHORITY

527 CMR 12.00: M..G.L.c. 22D, 84, c. 143, 83L; c. 148, § 10.
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